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Solar air heater is a heating device that usesthe heated air in the drying of agricul-
ture products and many engineering applications. The purpose of the present work
is to study a forced convection flat plate solar air heater with granite stone storage
material bed under the climatic conditions of Egypt-Aswan. Experiments are per-
formedatdifferentairmassflowrates;varyingfrom0.016kg/sto0.08kg/s,forfive
hot summer days of July 2008. Hourly values of global solar radiation and some
meteorological data (temperature, pressure, relative humidities, etc.) for measur-
ing days are obtained from the Egyptian Meteorological Authority, Aswan station.
Inlet and outlet temperatures of air from a solar air heater have been recorded. In
this work, attempt has been made to present the temperaturedistribution in non-di-
mensionalformthat makesit useableforanyregionandnot restrictedto localcon-
ditions. The variation of solar radiation, air heater efficiency, Nusselt number, and
temperature distribution along the air heater are discussed. Comparisons between
thecalculatedvaluesofoutletairtemperatures,averageairtemperaturesandstor-
age material temperatures and the corresponding measured values showed good
agreement. Comparisonbetweencurrentworkand those in previousinvestigations
showed fair agreement.
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Introduction
The inability to preserve food surpluses, which is the main reason of food problem in
most developing countries, leads to 30-40% losses of fruits and vegetables [1, 2]. Drying basi-
cally reduces the moisture content, hence prevents the development of a suitable environment
forthegrowthofmoulds,bacteriaandinsectsthatcausespoilageofagricultureproducts[3,4].
NaturalSundryingmethodiscommonlyusedforthedryingofagriculturalproductsin
developing countries using solar radiation and the air’s enthalpy available in the ambient envi-
ronment. Hence, the drying cost is minor [2, 3]. However, natural sun drying may be accompa-
nied by negative impacts like contaminations, birds, insects, rain, storms, microorganisms, and
other problems [4-6]. These drawbacks can be solved using a solar dryer which consists of air
heater, dryer chamber and, sometimes, a chimney [3].
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* Corresponding author; e-mail: walidaniss@gmail.comIn developing countries, various small scale solar dryers were designed and evaluated
inspace heating, drying ofagricultural products and paint spraying operations. High percentage
ofthesedryersuseSunorwindasenergysources.Theairflowcanbegeneratedbyeithernatural
or forced-convection [7-8].
Theuseofappropriate solardryersleadstoenergysavings,lowermanufacturinglabor
requirements, reduction of the drying time, enhancement of the product quality (color, texture,
and taste) [7], without emitting SO2,N O x, and CO2 [9]. Absorption of heat by the product sup-
plies the energy necessary for dewatering of the product [10].
The air heater is a majorcomponent of a solar food drying system.Hence, understand-
ing of the performance of of air heaters would lead to the design of high performance solar dry-
ers [5].
Solarenergysystemsareusuallyinstalled atananglefromthehorizontal surfacetoin-
crease the solar energy angle of incidence on the surface of the air heaters. The angle of inclina-
tion is a design constraint locked to the geographical latitude. The optimumtilt angle should be
0.9 times of the latitude of the location. The inclination of the heater can be as much as 20° to
favor winter or summer collection [11]. Different optimal tilt angles correspond to different
months of a year [12, 13]. The thumb rule for optimum inclination of the solar air heater (SAH)
states that the optimum inclination of the solar air collector to maximize the capture of solar ra-
diation is equal to latitude angle 15°[14]. In the northern hemisphere, the optimum orientation
for SAH is south facing.
Hence, the air heater in the current investigation is oriented to face south and tilted 24º
with respect to the horizontal during the five testing days in Aswan, Egypt (23º 58’ N and 32º
47’ E).
Comparison of experimental studies (natural convection vs. forced convection) have
shown that forced convection dryers are preferred because they cause an increase of local heat
flux and temperature rise, offer better control for more uniform drying and also because of their
high air heater efficiency [15].
In the present study, forced convection flat plate SAH is constructed and investigated
experimentally and analytically in five sunny days (2nd July, 3rd July, 4th July, 5th July and 6th
July 2008). The effects of varying air mass flow rate on its performance is discussed. Air mass
flowratescorresponding tothefivetestingdaysare0.08,0.064,0.048,0.032,and0.016kg/sre-
spectively. In this work, attempt has been made to present the temperature distribution in
non-dimensional formthatmakesituseable foranyregion andnotrestricted tolocal conditions.
To the best of our knowledge, no work in the literature is represented in this form. The experi-
mental results are compared with the previous works in order to verify and monitor how this
may predict the experimental results obtained.
Description of SAH
A cross-sectional view of the SAH is shown in fig. 1. An electrical centrifugal blower
(0.75 kW,2m3/s,2800 rpm)isused todeliver airwithaconstant flowratetothe airheater. Am-
bientairwhichissuckedbytheelectrical centrifugal blower,flowsthrough anintermediatetun-
nel to enter the SAH. The tunnel has internal guide vanes to ensure uniform distribution of the
air over the width of the air heater.
SAHhas(2.10×0.84×0.369m3)outerdimensions.ThetopoftheSAHiscoveredwith
asingletransparentglasslayer.Hightransmissivitytosolarradiation glasscover;(0.005mthick-
ness) is used because glass is the most common glazing material used for drying. The gap spacing
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from wooden plate of 0.012 m thickness except at the bottom which has 0.019 m thickness. The
upper surface of absorber plate; which is made of aluminum plate having 0.0015 m thickness, is
paintedwithmattblacklayertoincreasetheabsorptivityofthesolarradiationandtherebyreduces
the temperature gradient between the inside and outside surfaces. The air is heated while passing
betweenthetransparentglasscoverandabsorberplate.Alayerofstoragematerial(granitestones)
is bedded underneath the absorber plate with 0.12 m thickness. As it was indicated in the litera-
ture [5], the storage layer stores the heat during sun-period and rejects the heat during off-sun-
shine period. Hence, it accelerates the drying process, especiallyduring lowsolarradiation inten-
sity and off-sunshine periods [16].
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Figure 1. Air heater sections and locations of the measuring parameters (not in scale)The system is insulated from all sides and bottom by a 0.05 m thickness fine wood
frame to reduce the heat losses to ambient air. The whole air heater is oriented to face south and
tilted24ºwithrespecttothehorizontal tomaximizethesolarradiationincidentontheairheater.
Experimentation
The experiments are conducted to investigate many important performance parame-
ters of SAH such as temperature distribution, Nusselt number, and air heater efficiency.
The SAH inlet is exposed to ambient air so that the inlet air temperature and pressure
were equal to the ambient values. The air running through the air heater is pre-heated to approx.
10-25 °C above ambient temperature before leaving to the dryer chamber. The measurement
variables are:
– airtemperatures–Ta1,Ta2,andTa3,platetemperature–Tp,andstoragematerialtemperature–
Tst located at vertical distances (y1, y2, y3, y4, and y5) measured from transparent glass cover
of (0.07 m, 0.10 m, 0.125 m, 0.15 m, and 0.21 m), respectively,
– dynamic pressure locations – p01, p02, p03, p04, p05, and p06, and
– static pressure locations – p1, p2, p3, p4, and p5.
The temperatures and pressures of the different elements of the system are recorded
every one hour.
Instrumentation
Pressure measuring instruments
– Digital micro manometer
Digital micro manometers are used to measure low pressure. The pressure is measured by
a pressure load cell with a membrane spring, which is displaced according to the pressure difference
between the two points in the pressure load cell. A calibrated digital micro manometer; Testo 512
type (measuring range = 0 to 200 Pa, accuracy = 0.5% of full scale, resolution = 0.1 Pa) is used in
pressure measurements in the current investigation.
– Pitot tube
The difference between the dynamic and static heads at the inlet section of the air
heater; measured by Pitot tube, leads to the evaluation of the velocity at this point. The density
of air, cross-sectional area of the air heater and mean velocity at inlet section of air heater are
used to calculate the air mass flow rate.
The pressure difference between each individual point in the six dynamic pressure
points acrossthecross-section oftheairgap foreachstaticpressuresection andthecorrespond-
ing static pressure point present at the midcross-section of the air gap is used to evaluate the ve-
locity at the concerned point. Velocity at different points is evaluated by switching the On/Off
valves connecting the dynamicpressure measuring points to the high pressure port in the digital
micro manometer and the On/Off valves connecting the static pressure measuring points to the
low pressure port in the digital micromanometer.Five 0.02 m× 0.05 mports are present on one
side of the air heater; fig. 1(b), at same longitudinal distances fromthe air heater inlet section as
thoseofthefivestaticpressuresections. Thefivedynamicpressuretubesandthecorresponding
static pressure tube corresponding to each pressure section are extracted from the air heater
through the corresponding port to reduce the interference with air flow.
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A calibrated hygro-thermometer (YF-180) having K(CA)NiAl/NiCr thermocouple
TP-02 type of –50 °C to 1300 °C measuring range, resolution = 1°C and accuracy = (0.5%,
+1°C), is used to measure the temperature. The sensor probe of this unit is equipped with a por-
tableexternalplugtomeasuretheroomtemperature(0°C-60°C)andhumidity(10%-95%RH).
Dust protection cover is used to extend the life span and function of the sensor. Five terminals
corresponding toairtemperatures–Ta1,Ta2,andTa3,platetemperature–Tp,andstoragematerial
temperature – Tst at each temperature distribution section are extracted from a hole in the trans-
parent glass cover nearly at the mid cross-section of the air heater at that temperature distribu-
tion section to reduce the interference with the flow.
Pressure ports on the side of the air heater and temperature holes in the glass cover are
sealed to minimize the leakage and reserve the heat capacity.
Thermal analysis
The following analytical expressions are obtained for the outlet and average tempera-
tures of the flowing air with storage materials [16]:
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whereTfosandTfavsaretheoutletandaveragetemperaturesofflowingairwithstoragematerial,t
is the time, x – the longitudinal distance along the flat plate in the flow direction, L – the air
heater length, and Tfis – the air initial temperature with storage. The coefficients as, bs, and func-
tions fs(t) are summarized in [16].
The following analytical expression is obtained for the storage material [16]:
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where Tsti is the initial storage temperature, Tsti = Tst (t = 0), and ft i () , is the average of fi(t)over
a selected time interval.
Average local Nusselt number for fully developed flow in smooth air heater is calcu-
lated as [17]:
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where average local air Prandtl and Reynolds numbers; Pr and Re are dimensionless numbers
defined using the following relations:
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where,a,n,and Vareaveragelocalairthermaldiffusivity,kinematicviscosityandvelocity, re-
spectively. RH – the hydraulic radius, area to perimeter ratio, computed based on the air heater
cross-section; (0.74 m × 0.15 m in the current investigation).
The friction factor; f is given by [17]:
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Thethermalefficiency ofanairheater isameasureofhoweffectively the solarenergy
collected is transferred to and flowing through the air heater. Mathematically, the average effi-
ciency of SAH; hc is defined as the ratio of the useful thermal energy to the total incident solar
radiation averaged over the same time interval. It is expressed as [1]:
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wherecp istheaveragespecificheatcapacityofairatconstantpressure,To–theairheateroutlet
temperature, Tin –theairheaterinlettemperature,IT– thesolarradiationperunitareaontheair
heater’s tilted plane, and t1 and t2 are initial and final measuring times.
One of the main problems in the design of solar dryers is that the solar radiation re-
ceived on a tilted plane IT is not known for most sites. Instead, the solar radiation received on a
horizontal plane I is traditionally recorded in meteorological stations. Vlachos et al. [18] em-
ployed a general procedure in order to deduce IT from available local measurements of solar ra-
diation on a horizontal plane. For the matter of simplicity, IT is substituted by I in the current
work.
Air mass flow rate,  m, is:
 mV A  r c (9)
where r is the average density of the air, Ac – the cross-section area of the air heater, and V – the
air average velocity.
Results and discussion
Local measured data of global solar radiation incident on a horizontal surface and
somemeteorological data (temperature,pressure, relative humidities,etc.)on July2nd-6 th,2008
(testing days) obtained by direct contact with Egyptian Meteorological Authority, Aswan sta-
tion,areutilizedinthiswork.Thehourlyvariationofsolarintensity–Iandambientairtempera-
ture – Tamb for the testing days are shown in figs. 2 and 3, respectively.
From the results in figs. 2 and 3, it is seen that for the second day, the solar radiation in-
creaseswiththetimeofdayuntilreachingitsmaximumvalueof1259W/m2at1p.m.Similarbe-
haviorshave been observed during the first and third days.Ambient temperatures exhibit the
same behavior as the solar radiation. However, they achieve their maximum values of 46.0, 47.0,
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49.5 °C during the period ofexperimentation. Dailyaverage values ofsolarradiation and ambient
temperature are obtained as 677.3 W/m2 and 42.3 °C, respectively.
Figures 4 , 5, and 6 illustrate the variation of dimensionless temperatures of air at sec-
tion 1, at absorber plate and storage material (qa1, qp, and qst), respectively, along the air heater.
It maybe remarked that qa1, qp, and qst in general increase along the air heater. Experimental re-
sultsindicated thatsections 2and3nearlyhavethesametrendassection 1.Measureddataillus-
trated that the maximumair temperatures are obtained in the interval from12:00 a. m.to 4:00 p.
m. where solar radiation is maximum, with peak value are nearly at 1:00 p. m. In all results, it
was observed that the absorbed plate exhibited the highest temperature.
Itmaybeconcluded fromfigs.4-6thatdimensionlesstemperaturesingeneralincrease
with the increase of solar radiation. This can be explained as follows: For a certain value of Re,
an increase in the incident radiation flux increases the temperature level of the absorber plate
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Figure 2. Hourly variation of solar radiation in
three measuring days, Day 1, Day 2, and Day 3
Figure 4. Variation of dimensionless measured
air temperature at section 1 along the air heater;
 m = 0.048 kg/s
Figure 5. Variation of dimensionless measured
absorberplate temperature alongtheair heater;
 m = 0.048 kg/s
Figure 3. Ambient air temperature in all run
daysthat has an effect on both the velocity and the air thermal boundary layers development. The
higher temperature of the absorber plate increases the near wall air and storage material temper-
atures. This matches the findings presented in [19].
Figure7isasamplefigureillustrating spatial variation ofNusseltnumberfordifferent
values of solar radiation. As it was indicated in [19] that Nusselt number decreases along the air
heater. It may be remarked from fig. 7 that the maximumvalue of Nusselt number occurs at the
entry section of the air heater which is mostly affected by heat transfer from the wall and inside
circumference of the air heater. Further, it may be concluded that the heat transfer decreases by
the increase of solar radiation. Increase of the solar radiation leads to higher temperature of the
absorber plate and to the increase of the near wall air temperature, and consequently, to the in-
crease of the air viscosity. This increase in air viscosity affects the wall shear stress and de-
creases the local Re as well which causes an increase in thermal boundary layer thickness, and
results in decreasing the convective heat trans-
fer coefficient. This matches the findings pre-
sented in [19].
Figure 8 illustrates the variation of average
outlet air temperature, absorber plate and stor-
age material temperatures at outlet section and
air heater efficiency with air mass flow rate.
The SAH outlet temperature; which nearly
equals the dryer chamber inlet temperature, is
an important parameter for drying purpose be-
cause it essentially affects solar batch drying
time.Increaseofheatedairtemperatureconsid-
erably reduces the drying time. It may be ob-
served from fig. 8 that the average outlet air
temperature decreases with increasing air mass
flowrateuntilmassflowrateequals0.048kg/s.
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Figure 6. Variation of dimensionless measured
storage material temperature along the air
heater;  m = 0.048 kg/s
Figure 7. Longitudinal variation of Nusselt
number in air heater for different values of
solar radiation;  m = 0.064 kg/s
Figure 8. Variation of air heater average outlet
air temperature, absorber plate and storage
material temperatures at outlet section and
efficiency with mass flow rateWith further increase of mass flow rate, average outlet air temperature decreases with higher
rate. This is due to the fact that when the air flow rate increases, the amount of air to be heated
with the same quantity of solar energy increases.
Solarradiation through thetransparent sheet causesthetemperatureoftheair;flowing
in the air heater to rise internally due to green house effect [15]. It maybe observed fromfigs. 3
and8thattheriseoftheoutletairtemperaturefromtheairheaterabovetheambientairtempera-
ture is in the range of 10-25 °C during the testing runs. The range of the rise above the ambient
air in [3, 18, 20, and 21] are 5-20 °C, 10-20 °C, 11-15 °C, and 16-21 °C, respectively.
The difference in the range of temperature rise above the ambient air in the different
works may be attributed to the mass flow rate, incident radiation and operating conditions.
Further, it may be observed that increasing the air mass flow rate causes a decrease in
plate and storage material temperatures. This maybe due to cooling effect of the air to plate and
storage material rather than heating when exceeding mass flow rate beyond a certain limit.
As it was indicated in [22], for a specific air heater; hence a specific transmittance of
the cover; and air heater mean absorption coefficient, the thermal efficiency of air heater de-
pends basically on air mass flow rate. It is shown from fig. 8 that the air heater efficiency is
strongly dependent on massflow rate, it increases with increasing massflow rate  m until a typi-
calvalueof0.048 kg/s.Beyond0.048 kg/s,theefficiencyincreaseswithalowerrate.Thisisnot
surprising and reflects the energy balance in the heater as the residence time of flowing air gets
lower at high air flow rates.
The above mentioned observations indicate that fordrying purpose, the recommended
range of air mass flow rate which gives an appropriate outlet air temperature suitable for drying
of most agriculture drying applications; 60-70 °C as it was indicated in [6], is 0.03-0.048 kg/s.
The efficiency corresponding to the recommended air mass flow rate range is considered rea-
sonable.
The uncertainty in a result is calculated on the basis of the uncertainties in the mea-
surements of all the related independent variables [23]. An uncertainty analysis is performed,
and the uncertainty in Nusselt number and air heater efficiency are found to be 4.95% and
4.567%, respectively.
Comparison of experimental results with
theoretical prediction
Figure 9 shows an example of compari-
sons between measured outlet air tempera-
tures, average air temperatures and storage
material temperatures for air heater and those
calculated using the mathematical model pre-
sented by Aboul-Enein et al. [16], outlined in
thermal analysis section in the present work. It
is obvious that there is good agreement be-
tween the calculated and measured values. In
all cases, the percentage differences be-
tween the calculated and measured temper-
atures do not exceed 4.05%, 6.6%, 5.4%,
9.76%, and 17.72% for Day1, Day2, Day3,
Day4, and Day5, respectively.
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Figure 9. Comparisons between the calculated
and measured values of outlet air, average air and
storage material temperatures in air heater for
Day1Solar radiation and outlet air temperature presented in figs. 2 and 9 nearly exhibit the
same behavior of solar radiation and outlet air temperature reported by Shanmugam and
Natarajan[24].Comparingfigs.2and9mayindicatethatthatthetemperaturesofthevariousel-
ements increase with time as the solar radiation increases. It is important to note that the maxi-
mumtemperature is achieved after 3:00 p. m., fig. 9, while the maximumradiation is reached at
1:00 p. m., fig. 2. This time lag may be due to the inertia of the system.
For the matterof fact, the following investigation contains somesimplifying hypothe-
ses. First, the measurements take time to perform and are by no means simultaneous as the au-
thors have supposed. Also, the solar radiation received on a tilted plane IT is substituted by the
solar radiation received on a horizontal plane I. However, it was remarked that the variations in
the measured pressure and temperature in the testing period are within the accuracy of the mea-
suring instruments. Hence, it may be claimed that the measurements were conducted for quasi
steady flow. Further, Vlachos, et al. [18] illustrated that the discrepancy between IT and I in-
creases with increasing the air heater tilt angle and that the discrepancy for 60° tilt angle is
greater than that for 45° tilt angle which in turn is greater than that for 30° tilt angle. Hence, as-
suming that IT  I is somehow accepted approximation in the current investigation in which the
tilt angle is 24°. Therefore, this work is too simple, but complete, to model and comprehend the
thermal behavior of the solar air heater submitted to real climatic conditions.
Conclusions
On the basis of the experimental and theoretical results obtained for five run days for
forced convection SAHmanufactured and tested in High Institute of Energy, South Valley Uni-
versity, Aswan, Egypt, the following conclusions can be drawn.
 Air, plate and storage material temperatures in general increase along the air heater.
 Air mass flow rate and solar radiation are predominant factors which affect the performance
of SAH. Increasing the air mass flow rate causes a consequent decrease of air, plate, and
storage material temperatures.
 Fordryingpurpose,therecommendedrangeofairmassflowratewhichgivesanappropriate
outlet air temperature and thermal efficiency is 0.03-0.048 kg/s.
 Present experimental results showed good and fair agreements with corresponding
theoretical results and those in pervious investigations, respectively.
 The rise of the outlet air temperature fromthe air heater above the ambient air temperature is
in the range of 10-25 °C during the testing runs.
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L – length, [m]
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